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Additional Accessories

Emergency Battery Back-up

Emergency driver

Battery 

Led driver

Test switch
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Additional Accessories
Microwave Motion Sensor
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Hook flat sensor antenna with knock out onto led driver cover.

Screw the sensor onto the fixture housing.

Connect the sensor antenna to sensor through provided cable.

Step 1: Open the plastic lens.bend the knock out in the led driver cover.

Installation Steps:

Step 2:

Step 3:

Step 4:

Step 5: Cover the plastic lens .Turn on the power.

Mounting A Type

Mounting B Type
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Screw the sensor onto the fixture housing.

Connect the sensor antenna to sensor through provided cable.

Step 1: Screw the provided sensor box onto the end of housing.

Installation Steps:

Step 2:

Step 3:

Step 4:

Step 5: Cover the plastic lens .Turn on the power.

Intall the antenna into the cover of sensor box.Pull the cable
through the endcap's knock out.Screw the cover onto sensor box.


